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54A SOFT START DOES NOT UTILIZE A COOLING FAN

AND ASSOCIATED CONTROL CIRCUIT.

COOLING FAN TERMINAL NUMBERS ON SOFT START

UNIT WILL VARY WITH MODEL USED.
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4301 Cheyenne Dr., Archdale, NC 27263

SCHEMATIC, MODEL MP700 COMBINED MANUAL:
AUTOMATIC, SOLID STATE STARTER
ELECTRIC FIRE PUMP CONTROLLER

OPTIONS:

CS33660D
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